DRAWN BY: ADAM COCHRAN

MATCH EXISTING GRADE UNION

SPECIFIED MINIMUM DEPTH OF WATER MAIN

GALVANIZED OUTLET PIPE SHALL
BE SAME SIZE AS INLET PIPE WITH
BEEHIVE STRAINER AND OUTLET

METER BOX AND COVER CAST IRON VALVE BOX

18" MIN.
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AIR RELEASE / AIR VACUUM VALVE

UNION
BRASS PIPE AND FITTINGS

BRONZE GATE VALVE WITH 2"
SQUARE OPERATING NUT

GRAVEL BACKFILL FOR DRAINS

CORPORATION STOP

PIPE SADDLE

WATER MAIN

NOTES

1. The size of the combination air release / air vacuum
valve shall be specified in the Contract. The piping
and valves shall be the same size as the combination

air release / air vacuum valve.

2. Locate at the high point of the main, tap top of main.
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